
- 1.01 -

Entrance hall

16.69 m² 64.2 m

15 °C 581 W

- 1.02 -

storage room

79.16 m² 300.4 m

15 °C 4581 W

- 1.03 -

meeting room

20.1 m² 74.6 m

20 °C 1452 W

- 1.07 -

utility room

2.9 m² 14.3 m

15 °C 228 W

- 1.08 -

machine room

13.4 m² 56.8 m

15 °C 1079 W

MP 1 - GF (5)

- 1.04 -

WC invalids

3.2 m² 14.9 m

18 °C 375 W

- 1.05 -

WC

4.5 m² 23.1 m

18 °C 809 W

- 1.06 -

kitchen

14.5 m² 19.8 m

15 °C 106 W

- 1.01 -

RADIK 22 VK 22-090070-60-

- 1.02 -

RADIK 22 VK 22-060300-60-

- 1.02 -

RADIK 22 VK 22-060200-60- - A

- 1.02 -

RADIK 22 VK 22-060200-60- - B
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- 1.05 -

RADIK 33 VK 33-060110-60-

- 1.06 -

RADIK 11 VK 11-040040-60-

S=19.8 m² Setting =2,5 (1.7 l/min)

PZ:26.9°C 20x2,0

Pipe RAUTHERM S

Lpz=200 [mm] 1.03 - meeting room

Kari net l-total=106.1 m

MP 1 - GP (5/3) 
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Setting of valve 6

Setting of valve 1

Setting of valve 1

33

3

3

3

3

3

E

M

M

T

T

IVT Premiumline EQ 17

ACV SMART 100

REFLEX N 25

IVT BC 300/3
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