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Stairs

9.5 m2 24.3 m3

20 °C -
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Technical room

8.8 m2 22.9 m3

20 °C 304 W
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Pantry

6.5 m2 16.3 m3

20 °C -
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Gym

25.8 m2 58.9 m3

15 °C 75 m3/h
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Entrance hall

6.5 m2 17.0 m3

20 °C 50 m3/h

- 1.03 -

WC

4.6 m2 12.0 m3

24 °C 50 m3/h
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Bathroom

3.2 m2 8.4 m3

24 °C 75 m3/h
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Closet

8.2 m2 20.5 m3

20 °C -
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Living room & Kitchen

62.4 m2 163.4 m3

20 °C 150 m3/h

LEGEND

Ø80
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EXHAUS AIR OUTLET

SUPPLY AIR INLET

NOTE: The interior doors will be equipped with a suitable ventilation grille

EXHAUS AIR DUCTWORK

SUPPLY AIR DUCTWORK
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